N. Saltspring Waterworks
*A District Manager

761 Upper Ganges Rd.
Salt Spring Island, BC

V8K 181
TEL: (250) 537-9902
group
Samples: Scott Point
Site Code Date Time
Marina Cr. 2D001 Aug24 09:31
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Results may be adversely affected if samples are submitted to the laboratory more

than 24 to 30 hours after collection.

E. coli = Escherichia coli,

FDA/BAM 9th ed, Oct 2020

Bergy's Manual of Systematic Bacteriology wvol 1, BOAC 1984; J.Clin.Micro.,

J.Intern.Systm.Bact.
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N. Saltspring Waterworks
*A District Manager
761 Upper Ganges Rd.
Salt Spring Island, BC
V8K 181

Samples: Scott Point 1) Well 1 RAW 2CFF7 09:21
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4) Well 1+4 TR Blend 09:20 3E079
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5) Well 3 TR 2CFFC 08:35
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Sampler: Mike/Josh

W182354 pg2

7.6C

2) Well 3 RAW 2CFF8 08:35 3) Well 4 RAW 2CFF9 09:09

6) Well 4 TR 2D081 09:09

AO

1 2 3 4 5 Maximum Limits
SAMPLE SAMPLE SAMPLE SAMPLE SAMPLE UNITS In Drinking Water*
0.164 0.166 0.101 0.101 0.154 mg/L no limit listed
<0.500 <0.500 <0.500 <0.500 <0.500 ug/L 6.00 ug/L
<0.500 <0.500 <0.500 <0.500 <0.500 ug/L 10.0 ug/L

0.187 0.025 0.071 0.013 0.026 mg/L 2.00 mg/L
<0.003 <0.003 <0.003 <0.003 <0.003 mg/L no limit listed
0.851 0.645 0.518 0.653 0.674 mg/L  5.00 mg/L
<0.010 <0.010 <0.010 <0.010 <0.010 ug/L  7.00 ug/L

310 29.1 106 31.3 29.7 mg/L 200 mg/L
<0.003 <0.003 <0.003 <0.003 <0.003 mg/L 0.050 mg/L
<0.005 <0.005 <0.005 <0.005 <0.005 mg/L no limit listed
<0.008 <0.008 <0.008 <0.008 0.009 mg/L 1.00 mg/L
<0.040 <0.040 <0.040 <0.040 <0.040 mg/L no limit listed
0.388 0.825 0.975 0.011 0.045 mg/L 0.300 mg/L
<0.020 <0.020 <0.020 <0.020 <0.020 mg/L no limit listed
0.840 <0.500 0.558 <0.500 0.911 ug/L  5.00 ug/L

97.2 8.11 28.6 6.48 8.20 mg/L 50.0 mg/L

1.69 0.101 1.00 0.010 <0.004 mg/L  0.120 MAC 0.020
<0.010 <0.010 <0.010 <0.010 <0.010 ug/L 1.00 ug/L
<0.005 <0.005 <0.005 <0.005 <0.005 mg/L no limit listed
0.004 0.004 <0.004 <0.004 <0.004 mg/L no limit listed
<0.010 <0.010 0.017 <0.010 <0.010 mg/L no limit listed
10.4 1.67 1.37 0.490 1.79 mg/L no limit listed
<0.050 <0.050 <0.050 <0.050 <0.050 mg/L no limit listed
<0.500 <0.500 <0.500 <0.500 <0.500 ug/L 5.0 ug/L

15.7 21.5 23.8 5.70 22.8 mg/L no limit listed
<0.010 <0.010 <0.010 <0.010 <0.010 mg/L no limit listed
1930 19.8 152 72.4 22.3 mg/L 200 mg/L

9.17 0.230 1.47 0.330 0.240 mg/L no limit listed
<0.020 <0.020 <0.020 <0.020 <0.020 mg/L no limit listed
<0.010 <0.010 <0.010 <0.010 <0.010 mg/L no limit listed
<0.050 <0.050 <0.050 <0.050 <0.050 mg/L no limit listed
<0.010 <0.010 <0.010 <0.010 <0.010 mg/L no limit listed
0.002 0.008 0.005 0.008 0.020 mg/L 5.00 mg/L

1170 106 382 105 108 mg/L >300 mg/L = very hard
7.15 6.72 7.04 6.46 6.78 units 7.0 to 10.5

* As per Canadian or B.C. Health Act Safe Drinking Water Regulation BC Reg 230/92,
Task Force of the Canadian Council of Resource and
Environment Ministers - Guidelines for Canadian Drinking Water Quality, 2020.

H‘.AM

H. Hartmann
Sr.Analytical Chemist

& 390 Sch 120,

M.B.

LABS LTD

T: 250 656-1334

2001.

E:

R. Bilodeau

Analytical Chemist

info@mblabs.com

W: www.mblabs.com




N. Saltspring Waterworks 16Aug24 12:45p W182354 pg3

*A District Manager Well

761 Upper Ganges Rd. water

Salt Spring Island, BC 7

V8K 181
TEL: (250) 537-9902 Arrival temp.: 7.6C
group Sampler: Mike/Josh

Samples: Scott Point

TDS
SAMPLE DATE TIME {mg/L)
Well 1+4 TR Blend 09:20 343
WTX: 3E079
Well 3 Treated 08:35 177
WTX: 2CFFC
Well 4 Treated 09:09 983
WTX: 2D081
Lab Blank ND
So 0.010
REF. VALUE 200
STD £ 2SD 206 + 13.8
SD = standard deviation; REF VALUE = primary or secondary reference material
STD = secondary standard calibrated to primary standard reference material
So = standard deviation at zero analyte concentration; method detection limit
is generally considered to be 3x So value
ND = none detected n/a = not applicable

R. Bilodeau H. Hartmann
Analytical Chemist Sr.Analytical Chemist

M.B. LABS LTD
T: 250 656-1334 E: info@mblabs.com W: www.mblabs.com



